Roof Flashing for

9Q DOUGLAS COUNTY Shingle Roofs

COLORADO

www.douglas.co.us

DRIP EDGE FLASHING AT EAVES

' Underayment shall overap
shingle fashion a min. of 27

Underayment shall cover
drip edge flashing

Roof sheathing shall meet
or extend over fascia

\

***Drip edge flashing shall be 4” x 2” min. at eaves***

Fastener spacing shall not exceed
12" on center along flashing

FLASHING AT RAKE / GABLE

\

Rake metal shall overap shingle

fashion a min. of 2°

Fastener spacing shall not exceed
12" on center along flashing

Rake metal shall be installed over drip
edge flashing and underlayment

***Rake edge flashing shall be 2” x 1” min. or D Style***
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